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NOTES:

1.
2.

LEAVE RESISTORS CONNECTED IN FUTURE ZONE INPUTS.

REMOVE 15K OHM RESISTOR FROM ZONE INPUTS FOR

CONNECTING PAIR CONDUCTORS FROM SITE BUILDINGS.
LEAVE RESISTOR CONNECTED IN ZONE INPUTS IF THE

WIRING IS NOT CONNECTED TO BUILDING FACP'S WITH
CP—35 OR MXL.
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